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Name Type Object ID Object NameBACnet Points

Group Schedule (Local) Schedule Schedule:41 schedule_schedule_41
Group Status Binary BBV BV:141 b_groupstat_41
Group Command Multi State Value BMSV MSV:41 cmd_41
Group Status Multi State Value BMSV MSV:141 ms_groupstat_41
Group Timer BAV AV:41 timer_41

Group 41

Group Schedule (Local) Schedule Schedule:42 schedule_schedule_42
Group Status Binary BBV BV:142 b_groupstat_42
Group Command Multi State Value BMSV MSV:42 cmd_42
Group Status Multi State Value BMSV MSV:142 ms_groupstat_42
Group Timer BAV AV:42 timer_42

Group 42

Group Schedule (Local) Schedule Schedule:43 schedule_schedule_43
Group Status Binary BBV BV:143 b_groupstat_43
Group Command Multi State Value BMSV MSV:43 cmd_43
Group Status Multi State Value BMSV MSV:143 ms_groupstat_43
Group Timer BAV AV:43 timer_43

Group 43

Group Schedule (Local) Schedule Schedule:44 schedule_schedule_44
Group Status Binary BBV BV:144 b_groupstat_44
Group Command Multi State Value BMSV MSV:44 cmd_44
Group Status Multi State Value BMSV MSV:144 ms_groupstat_44
Group Timer BAV AV:44 timer_44

Group 44

Group Schedule (Local) Schedule Schedule:45 schedule_schedule_45
Group Status Binary BBV BV:145 b_groupstat_45
Group Command Multi State Value BMSV MSV:45 cmd_45
Group Status Multi State Value BMSV MSV:145 ms_groupstat_45
Group Timer BAV AV:45 timer_45

Group 45
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Group Schedule (Local) Schedule Schedule:46 schedule_schedule_46
Group Status Binary BBV BV:146 b_groupstat_46
Group Command Multi State Value BMSV MSV:46 cmd_46
Group Status Multi State Value BMSV MSV:146 ms_groupstat_46
Group Timer BAV AV:46 timer_46

Group 46

Group Schedule (Local) Schedule Schedule:47 schedule_schedule_47
Group Status Binary BBV BV:147 b_groupstat_47
Group Command Multi State Value BMSV MSV:47 cmd_47
Group Status Multi State Value BMSV MSV:147 ms_groupstat_47
Group Timer BAV AV:47 timer_47

Group 47

Group Schedule (Local) Schedule Schedule:48 schedule_schedule_48
Group Status Binary BBV BV:148 b_groupstat_48
Group Command Multi State Value BMSV MSV:48 cmd_48
Group Status Multi State Value BMSV MSV:148 ms_groupstat_48
Group Timer BAV AV:48 timer_48

Group 48

Group Schedule (Local) Schedule Schedule:49 schedule_schedule_49
Group Status Binary BBV BV:149 b_groupstat_49
Group Command Multi State Value BMSV MSV:49 cmd_49
Group Status Multi State Value BMSV MSV:149 ms_groupstat_49
Group Timer BAV AV:49 timer_49

Group 49

Group Schedule (Local) Schedule Schedule:50 schedule_schedule_50
Group Status Binary BBV BV:150 b_groupstat_50
Group Command Multi State Value BMSV MSV:50 cmd_50
Group Status Multi State Value BMSV MSV:150 ms_groupstat_50
Group Timer BAV AV:50 timer_50

Group 50
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Group Schedule (Local) Schedule Schedule:51 schedule_schedule_51
Group Status Binary BBV BV:151 b_groupstat_51
Group Command Multi State Value BMSV MSV:51 cmd_51
Group Status Multi State Value BMSV MSV:151 ms_groupstat_51
Group Timer BAV AV:51 timer_51

Group 51

Group Schedule (Local) Schedule Schedule:52 schedule_schedule_52
Group Status Binary BBV BV:152 b_groupstat_52
Group Command Multi State Value BMSV MSV:52 cmd_52
Group Status Multi State Value BMSV MSV:152 ms_groupstat_52
Group Timer BAV AV:52 timer_52

Group 52

Group Schedule (Local) Schedule Schedule:53 schedule_schedule_53
Group Status Binary BBV BV:153 b_groupstat_53
Group Command Multi State Value BMSV MSV:53 cmd_53
Group Status Multi State Value BMSV MSV:153 ms_groupstat_53
Group Timer BAV AV:53 timer_53

Group 53

Group Schedule (Local) Schedule Schedule:54 schedule_schedule_54
Group Status Binary BBV BV:154 b_groupstat_54
Group Command Multi State Value BMSV MSV:54 cmd_54
Group Status Multi State Value BMSV MSV:154 ms_groupstat_54
Group Timer BAV AV:54 timer_54

Group 54

Group Schedule (Local) Schedule Schedule:55 schedule_schedule_55
Group Status Binary BBV BV:155 b_groupstat_55
Group Command Multi State Value BMSV MSV:55 cmd_55
Group Status Multi State Value BMSV MSV:155 ms_groupstat_55
Group Timer BAV AV:55 timer_55

Group 55
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Group Schedule (Local) Schedule Schedule:56 schedule_schedule_56
Group Status Binary BBV BV:156 b_groupstat_56
Group Command Multi State Value BMSV MSV:56 cmd_56
Group Status Multi State Value BMSV MSV:156 ms_groupstat_56
Group Timer BAV AV:56 timer_56

Group 56

Group Schedule (Local) Schedule Schedule:57 schedule_schedule_57
Group Status Binary BBV BV:157 b_groupstat_57
Group Command Multi State Value BMSV MSV:57 cmd_57
Group Status Multi State Value BMSV MSV:157 ms_groupstat_57
Group Timer BAV AV:57 timer_57

Group 57

Group Schedule (Local) Schedule Schedule:58 schedule_schedule_58
Group Status Binary BBV BV:158 b_groupstat_58
Group Command Multi State Value BMSV MSV:58 cmd_58
Group Status Multi State Value BMSV MSV:158 ms_groupstat_58
Group Timer BAV AV:58 timer_58

Group 58

Group Schedule (Local) Schedule Schedule:59 schedule_schedule_59
Group Status Binary BBV BV:159 b_groupstat_59
Group Command Multi State Value BMSV MSV:59 cmd_59
Group Status Multi State Value BMSV MSV:159 ms_groupstat_59
Group Timer BAV AV:59 timer_59

Group 59

Group Schedule (Local) Schedule Schedule:60 schedule_schedule_60
Group Status Binary BBV BV:160 b_groupstat_60
Group Command Multi State Value BMSV MSV:60 cmd_60
Group Status Multi State Value BMSV MSV:160 ms_groupstat_60
Group Timer BAV AV:60 timer_60

Group 60

Name Type Object ID Object NameBACnet Points
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Analog Input 1 (Foot-Candles) BAV AV:101 ai1_fc_61
Analog Input 1 (LUX) BAV AV:111 ai1_lux_61
Analog Input 1 Min. Sensor Range BAV AV:121 ai1_min
Analog Input 1 Max. Sensor Range BAV AV:131 ai1_max
Analog Input 2 (Foot-Candles) BAV AV:102 ai2_fc_61
Analog Input 2 (LUX) BAV AV:112 ai2_lux_61
Analog Input 2 Min. Sensor Range BAV AV:122 ai2_min
Analog Input 2 Max. Sensor Range BAV AV:132 ai2_max
Analog Input 3 (Foot-Candles) BAV AV:103 ai3_fc_61
Analog Input 3 (LUX) BAV AV:113 ai3_lux_61
Analog Input 3 Min. Sensor Range BAV AV:123 ai3_min
Analog Input 3 Max. Sensor Range BAV AV:133 ai3_max
Analog Input 4 (Foot-Candles) BAV AV:104 ai4_fc_61
Analog Input 4 (LUX) BAV AV:114 ai4_lux_61
Analog Input 4 Min. Sensor Range BAV AV:124 ai4_min
Analog Input 4 Max. Sensor Range BAV AV:134 ai4_max
Analog Input 5 (Foot-Candles) BAV AV:105 ai5_fc_61
Analog Input 5 (LUX) BAV AV:115 ai5_lux_61
Analog Input 5 Min. Sensor Range BAV AV:125 ai5_min
Analog Input 5 Max. Sensor Range BAV AV:135 ai5_max
Analog Input 6 (Foot-Candles) BAV AV:106 ai6_fc_61
Analog Input 6 (lux) BAV AV:116 ai6_lux_61
Analog Input 6 Min. Sensor Range BAV AV:126 ai6_min
Analog Input 6 Max. Sensor Range BAV AV:136 ai6_max

Name Type Object ID Object Name

Sensor Values

Name Type Object ID Object NameBACnet Points
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Relay Status Relay 1 Status BBV BV:201 relay1stat_61
Relay 2 Status BBV BV:202 relay2stat_61
Relay 3 Status BBV BV:203 relay3stat_61
Relay 4 Status BBV BV:204 relay4stat_61
Relay 5 Status BBV BV:205 relay5stat_61
Relay 6 Status BBV BV:206 relay6stat_61
Relay 7 Status BBV BV:207 relay7stat_61
Relay 8 Status BBV BV:208 relay8stat_61
Relay 9 Status BBV BV:209 relay9stat_61
Relay 10 Status BBV BV:210 relay10stat_61
Relay 11 Status BBV BV:211 relay11stat_61
Relay 12 Status BBV BV:212 relay12stat_61
Relay 13 Status BBV BV:213 relay13stat_61
Relay 14 Status BBV BV:214 relay14stat_61
Relay 15 Status BBV BV:215 relay15stat_61
Relay 16 Status BBV BV:216 relay16stat_61
Relay 17 Status BBV BV:217 relay17stat_61
Relay 18 Status BBV BV:218 relay18stat_61
Relay 19 Status BBV BV:219 relay19stat_61
Relay 20 Status BBV BV:220 relay20stat_61
Relay 21 Status BBV BV:221 relay21stat_61
Relay 22 Status BBV BV:222 relay22stat_61
Relay 23 Status BBV BV:223 relay23stat_61
Relay 24 Status BBV BV:224 relay24stat_61
Relay 25 Status BBV BV:225 relay25stat_61
Relay 26 Status BBV BV:226 relay26stat_61
Relay 27 Status BBV BV:227 relay27stat_61
Relay 28 Status BBV BV:228 relay28stat_61
Relay 29 Status BBV BV:229 relay29stat_61
Relay 30 Status BBV BV:230 relay30stat_61
Relay 31 Status BBV BV:231 relay31stat_61
Relay 32 Status BBV BV:232 relay32stat_61
Relay 33 Status BBV BV:233 relay33stat_61
Relay 34 Status BBV BV:234 relay34stat_61
Relay 35 Status BBV BV:235 relay35stat_61
Relay 36 Status BBV BV:236 relay36stat_61

Name Type Object ID Object NameBACnet Points
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Relay 37 Status BBV BV:237 relay37stat_61
Relay 38 Status BBV BV:238 relay38stat_61
Relay 39 Status BBV BV:239 relay39stat_61
Relay 40 Status BBV BV:240 relay40stat_61
Relay 41 Status BBV BV:241 relay41stat_61
Relay 42 Status BBV BV:242 relay42stat_61
Relay 43 Status BBV BV:243 relay43stat_61
Relay 44 Status BBV BV:244 relay44stat_61
Relay 45 Status BBV BV:245 relay45stat_61
Relay 46 Status BBV BV:246 relay46stat_61
Relay 47 Status BBV BV:247 relay47stat_61
Relay 48 Status BBV BV:248 relay48stat_61
Relay 49 Status BBV BV:249 relay49stat_61
Relay 50 Status BBV BV:250 relay50stat_61
Relay 51 Status BBV BV:251 relay51stat_61
Relay 52 Status BBV BV:252 relay52stat_61
Relay 53 Status BBV BV:253 relay53stat_61
Relay 54 Status BBV BV:254 relay54stat_61
Relay 55 Status BBV BV:255 relay55stat_61
Relay 56 Status BBV BV:256 relay56stat_61
Relay 57 Status BBV BV:257 relay57stat_61
Relay 58 Status BBV BV:258 relay58stat_61
Relay 59 Status BBV BV:259 relay59stat_61
Relay 60 Status BBV BV:260 relay60stat_61

Name Type Object ID Object Name

Relay Status

BACnet Points
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N2: Integration Overview

N2 integration facilitates the following BAS functions in all Lx5 based products:
Control Groups-Binary Output
Get Status of Groups-Binary Input
Get Value of Analog Input-Analog Data Input

Complete the following steps before beginning integration.*

1.	 Complete the Switch Input and Group Programming Worksheets for each Lx5.**
2.	 Set the network address of each Lx5. 
3.	 Confirm proper baud rate and protocol have been selected.  
4.	 Verify the BAS network is connected to the Lx5 EIA-485 Terminal Block.
5.	 If an Lx5 is operated as an End-of-line device (first or last controller on a network) ensure provided network terminator 

BT485 is installed.

N2: Address

The N2 Address (1-255) allows the BAS to identify specific Lx5’s on a N2 network. This address is configured using the 
SW1 Dip Switch as well as SW3 and SW4 rotary switches. Each Lx5 must have a unique address on the BAS network. 
 

N2: Functions

* Refer to Lx5 Hardware User Guide for network address, baud rate, protocol, and termination configuration instructions. 
** Refer to USB Tech Kit User Guide for Switch Input and Group Programming Worksheets.

Group Command Binary Output (BO) Read/Write 0
1

Command Group OFF
Command Group ON

Group Status Binary Input (BI) Read Only 0
1

Group State OFF
Group State ON

Analog Input Analog Data Input 
(ADI) Read Only 0 - 255 Analog Input Value

Value Name Point Type Function Valid Values Value Definition



B l u e R i d g e
T e c h n o l o g i e s

www.BRTint.com : 800-241-9173 Blue Ridge Technologies®   © 2012 Blue Ridge Technologies International, LLC  All Rights Reserved.  BRT-Controller-ITG-V10.01

BR Series Controller
Page 25 In

te
gr

at
io

n 
G

ui
de

Group Command Binary Output BO BO1
Group Status Binary Input BI BI1

Group 1

Point Name Point Type Point Address

Group Command Binary Output BO BO2
Group Status Binary Input BI BI2

Group 2

Group Command Binary Output BO BO3
Group Status Binary Input BI BI3

Group 3

Group Command Binary Output BO BO4
Group Status Binary Input BI BI4

Group 4

Group Command Binary Output BO BO5
Group Status Binary Input BI BI5

Group 5

Group Command Binary Output BO BO6
Group Status Binary Input BI BI6

Group 6

Group Command Binary Output BO BO7
Group Status Binary Input BI BI7

Group 7

Group Command Binary Output BO BO8
Group Status Binary Input BI BI8

Group 8

Group Command Binary Output BO BO9
Group Status Binary Input BI BI9

Group 9

Group Command Binary Output BO BO10
Group Status Binary Input BI BI10

Group 10

Group Command Binary Output BO BO11
Group Status Binary Input BI BI11

Group 11

N2 Points
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Group Command Binary Output BO BO12
Group Status Binary Input BI BI12

Group 12

Group Command Binary Output BO BO13
Group Status Binary Input BI BI13

Group 13

Group Command Binary Output BO BO14
Group Status Binary Input BI BI14

Group 14

Group Command Binary Output BO BO15
Group Status Binary Input BI BI15

Group 15

Group Command Binary Output BO BO16
Group Status Binary Input BI BI6

Group 16

Group Command Binary Output BO BO17
Group Status Binary Input BI BI17

Group 17

Group Command Binary Output BO BO18
Group Status Binary Input BI BI18

Group 18

Group Command Binary Output BO BO19
Group Status Binary Input BI BI19

Group 19

Group Command Binary Output BO BO20
Group Status Binary Input BI BI20

Group 20

Group Command Binary Output BO BO21
Group Status Binary Input BI BI21

Group 21

Group Command Binary Output BO BO22
Group Status Binary Input BI BI22

Group 22

Point Name Point Type Point AddressN2 Points
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Group Command Binary Output BO BO23
Group Status Binary Input BI BI23

Group 23

Group Command Binary Output BO BO24
Group Status Binary Input BI BI24

Group 24

Group Command Binary Output BO BO25
Group Status Binary Input BI BI25

Group 25

Group Command Binary Output BO BO26
Group Status Binary Input BI BI26

Group 26

Group Command Binary Output BO BO27
Group Status Binary Input BI BI27

Group 27

Group Command Binary Output BO BO28
Group Status Binary Input BI BI28

Group 28

Group Command Binary Output BO BO29
Group Status Binary Input BI BI29

Group 29

Group Command Binary Output BO BO30
Group Status Binary Input BI BI30

Group 30

Group Command Binary Output BO BO31
Group Status Binary Input BI BI31

Group 31

Group Command Binary Output BO BO32
Group Status Binary Input BI BI32

Group 32

Group Command Binary Output BO BO33
Group Status Binary Input BI BI33

Group 33

Point Name Point Type Point AddressN2 Points
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Group Command Binary Output BO BO34
Group Status Binary Input BI BI34

Group 34

Group Command Binary Output BO BO35
Group Status Binary Input BI BI35

Group 35

Group Command Binary Output BO BO36
Group Status Binary Input BI BI36

Group 36

Group Command Binary Output BO BO37
Group Status Binary Input BI BI37

Group 37

Group Command Binary Output BO BO38
Group Status Binary Input BI BI38

Group 38

Group Command Binary Output BO BO39
Group Status Binary Input BI BI39

Group 39

Group Command Binary Output BO BO40
Group Status Binary Input BI BI40

Group 40

Group Command Binary Output BO BO41
Group Status Binary Input BI BI41

Group 41

Group Command Binary Output BO BO42
Group Status Binary Input BI BI42

Group 42

Group Command Binary Output BO BO43
Group Status Binary Input BI BI43

Group 43

Group Command Binary Output BO BO44
Group Status Binary Input BI BI44

Group 44

Point Name Point Type Point AddressN2 Points
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Group Command Binary Output BO BO45
Group Status Binary Input BI BI45

Group 45

Group Command Binary Output BO BO46
Group Status Binary Input BI BI46

Group 46

Group Command Binary Output BO BO47
Group Status Binary Input BI BI47

Group 47

Group Command Binary Output BO BO48
Group Status Binary Input BI BI48

Group 48

Group Command Binary Output BO BO49
Group Status Binary Input BI BI49

Group 49

Group Command Binary Output BO BO50
Group Status Binary Input BI BI50

Group 50

Group Command Binary Output BO BO51
Group Status Binary Input BI BI51

Group 51

Group Command Binary Output BO BO52
Group Status Binary Input BI BI52

Group 52

Group Command Binary Output BO BO53
Group Status Binary Input BI BI53

Group 53

Group Command Binary Output BO BO54
Group Status Binary Input BI BI54

Group 54

Group Command Binary Output BO BO55
Group Status Binary Input BI BI55

Group 55

Point Name Point Type Point AddressN2 Points
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Group Command Binary Output BO BO56
Group Status Binary Input BI BI56

Group 56

Group Command Binary Output BO BO57
Group Status Binary Input BI BI57

Group 57

Group Command Binary Output BO BO58
Group Status Binary Input BI BI58

Group 58

Group Command Binary Output BO BO59
Group Status Binary Input BI BI59

Group 59

Group Command Binary Output BO BO60
Group Status Binary Input BI BI60

Group 60

Point Name Point Type Point Address

Analog Data Input ADI ADI126
Analog Data Input ADI ADI127
Analog Data Input ADI ADI128
Analog Data Input ADI ADI129
Analog Data Input ADI ADI130
Analog Data Input ADI ADI131

Sensor Value

N2 Points




