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Network : Connections

If an Lx5 is operated as an End-of-line device (first or last controller on a network) provided part BT485 may be necessary.  
Consult Blue Ridge Technical Support prior to ordering and installation. (Figure 2)

1.	 Install BT485 in plug labeled BT485 adjacent to the EIA-485 terminal.

Before handling any components on the circuit board, the technician  
should be grounded to prevent damaging the board.

Older Tech Kits (with serial cable) will not communicate while BT485 
is fitted.

(Figure 2)
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Network : Dip and Rotary Switch Arrangement

These switches configure addressing and BAS Integration protocols. (Figure 3)

Network : Addressing 

Rotary Switches : addresses 1-99

Rotary Switch SW4 sets single digits (1’s place) 
Rotary Switch SW3 sets double digits (10’s place)

Dip Switches 7 and 8 : addresses 100-255 (Only applicable with N2)

Dip Switch 7 in ON position adds 100 to the Rotary Switches’ address. (Dip Switch 8 must be off)
Dip Switch 8 in ON position adds 200 to the Rotary Switches’ address. (Dip Switch 7 must be off)

1.	 Set desired address 
2.	 Power cycle the controller

(Figure 3)

BACnet MSTP Protocol

(1 - 2) Baud Rate
(4 - 5) Protocol Selection

Rotary Switches

(SW3 Left) Addressing Double Digits (10’s Place)
(SW4 Right) Addressing Single Digits (1’s Place)

N2 Protocol

(4) Protocol Selection
(7 - 8) Addressing Triple Digits (100’s Place)
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Network : Protocols BACnet MSTP

These Protocols are standard with BR Series firmware. Desired Protocols must be specified while ordering products.
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LPPK Programming Protocol 

Only dip switch 4 will be ON for programming. 

BACnet MSTP Protocol : 9600

BACnet MSTP Protocol : 19200

BACnet MSTP Protocol : 38400

BACnet MSTP Protocol : 76800
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Network : Protocols N2

These Protocols are standard with BR Series firmware. Desired Protocols must be specified while ordering products.
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N2 Protocol : 9600

Except for 7 or 8 (used for addressing) only dip switch 4 will be ON 
for N2 and LPPK programming. 
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Inputs : Switches and Polarity

Switch input connections are made on the controller. The Lx5 is equipped with 24 programmable inputs. Input expansion 
cards (LEXP) increase input capacity in increments of 32 inputs. LEXP cards are jumper addressed A, B, C, and D at the 
factory. Always power down the Lx5 before connecting or removing card.

The inputs can be set in LPPK software as Momentary on, Momentary off, Momentary on/off, Maintained, Linked, or State 
change. Each eight input section has an accompanying jumper that sets polarity (5 to 24 VDC or dry 0 VDC). 
Each jumper set has 3 pins allowing two positions.  One position is labeled (N) normal polarity for dry contact switches (0 
VDC). The second position entitled (R) reverse polarity for powered switches (5 to 24 VDC). The jumper must be set before 
wiring. (Figure 4) (See page 16 for Jumper location)

1.	 Remove power to the controller. 
2.	 Set jumpers to desired position. 
3.	 Connect the switches to the controller. Connect one lead from the switch to ground terminal (G) and the other to the 

appropriate input terminal. Momentary switches which have both an ON and OFF contact requiring two input terminals 
on the controller. 

4.	 Reconnect power to the controller.

Before handling any components on the circuit board, the technician  
should be grounded to prevent damaging the board.

If one switch input is dry (0 VDC) the entire section of eight switch inputs must also be dry contacts 
and the associated jumper must be in the (N) position. If one switch input is powered (5 to 24 VDC) the 
entire section of eight switch inputs must also be powered and the associated jumper must be in the (R) 
position.

(Figure 4)
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Inputs : Switches and Polarity

LEXP

1 Switch Input Jumpers : J4 (1-8), J5 (9-16)

2 Switch Input Jumpers : J13 (17-24), J9 (25-32)

3 Identification Jumpers : J18 (A-B), J19 (C-D)

Lx5

1 Switch Input Jumpers : J5 (1-8)

2 Switch Input Jumpers : J23 (9-16)

3 Switch Input Jumpers : J4 (17-24)

3

1 2

13

2
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Inputs : Analog

The Lx5 Controller comes with six analog inputs for the LS5 Series Photocells. Each LS5 photocell ships with one 3 wire 
pigtail wiring harness. The photocell is powered by 5V from the Lx5 Controller. The power circuit includes the Red (5V hot) 
and the Black (ground) wires. The yellow wire carries the 0-5V input signal from the photocell which is then scaled to a value 
used by the LPPK Software.* All analog inputs are connected to the Analog Input Socket. (Figure 5)

1.	 Remove power from Lx5.
2.	 Join red wires from all LS5 sensors into pigtails and connect terminal 8 (marked 5V) on the Analog Input Socket. 
3.	 Connect each yellow signal wire from each LS5 sensor into individually marked A1-A6 on the Analog Input Socket. 
4.	 Join black wires from all LS5 sensors into pigtails and connect terminal 1 (marked G) on the Analog Input Socket. 
5.	 Reconnect power to the Lx5.

*  Refer to LS5 Installation Guide for detailed wiring instructions.

(Figure 5)
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Inputs : Digi-Touch

The Lx5 can be used to loop power up to 10 Digi-Touch switches. Higher quantities of switches may be incorporated with a 
24VDC auxiliary power supply (Contact Blue Ridge for details). *

Connect the network of switches to the Lx5 Digi-Touch Terminal Block (marked DDN/CAN) and set the jumper to DDN (D 
position).  Both Digi-Touch switches and Lx5 terminals are marked (24, L, H, and G) Correct orientation must be maintained 
when making connections. (Figure 6)

1.	 Remove power from Lx5.
2.	 For ease of wiring remove the Digi-Touch Terminal Block to reveal terminal labels.
3.	 Connect the power wire to the terminal marked 24.
4.	 Connect the Low Side signal wire to the terminal marked L.
5.	 Connect the High Side signal wire to the terminal marked H.
6.	 Connect the ground wire to the terminal marked G.
7.	 Reinstall the Digi-Touch Terminal Block.
8.	 Reconnect power to the Lx5.

*  Refer to Digi-Touch Installation Guide for detailed instructions.

(Figure 6)



B l u e R i d g e
T e c h n o l o g i e s

www.BRTint.com : 800-241-9173 Blue Ridge Technologies®   © 2011 Blue Ridge Technologies International, LLC  All Rights Reserved.  BRT-LX5Hardware-UG-V10.01

BR Series Lx5 Hardware
Page 18 Us

er
 G

ui
de

Troubleshooting the Lx5 Controller

Be sure to check the Blue Ridge website <www.BRTint.com> for latest troubleshooting support.

Outputs Will Not Turn On

Verify power is connected to the Lx5 Controller. There should be LEDs illuminated.

Verify there is at least 24 VAC present to the secondary of the transformer supplying power to the Lx5 Controller. Use a 
voltmeter to check the power.

Check to see if Maintained Input Priority for the group to that is not responding to control commands is not set to Maintained 
Off Priority or Maintained On/Off Priority.

Verify that the output ribbon cable connector is properly seated.

Press the OVER push button to see if all the relays will turn on. If so, then the output portion of the Lx5 Controller is operating 
properly.

Verify that the connector to output (relay or Circuit breaker) is properly seated. 	

Use LPPK to verify that the Lx5 Controller sees the input change state. Use an alligator clip or shorting wire to test the input 
terminal by shorting the input to ground. An X should appear on the LPPK View Input State screen.

Verify the input jumpers are in the correct location. 

Verify the input device is operating properly.

Controller not communicating or Communication LED TX / RX Not Blinking

Verify the LPPK cable or network cable is connected correctly.

If you are using LPPK verify that the correct communication port is selected.

Verify the controller is addressed properly.

Confirm dip switches are properly set.


